We present the experimental evaluation of a R134a/CO2 cascade refrigeration plant designed for low evaporation temperature in commercial refrigeration applications. The test bench incorporates two singlestage vapour compression cycles driven by semi hermetic compressors coupled thermally through two brazed plate cascade heat exchangers working in parallel and controlled by electronic expansion valves.
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Introduction
The high warming impact associated to refrigeration systems, due to the direct leakage of refrigerants and to the indirect emissions of CO2 by electricity consumption, moves scientific community and institutions to more environmental friendly solutions. Among refrigeration groups, centralized commercial refrigeration highlights because of its high annual leakage rate, commonly higher than 10% of the total charge of the system [1] and because of its high energy consumption [2] . Both negative aspects motivated European
Commission to approve the revision of the F-Gas regulation [3] , focusing the efforts on reducing the emissions to the atmosphere of greenhouse refrigerants. The agreements that most affect centralized commercial refrigeration in Europe are: from 2020 on refilling of systems with refrigerants of GWP>2500
will not be allowed if the total equivalent charge of the system overcomes 40 tonnes of equivalent CO2; from 2022 in centralized commercial refrigeration systems with capacity of more than 40kW, refrigerants with GWP 150 will not be permitted except for the primary refrigerant of cascade systems, where refrigerants with GWP up to 1500 will be allowed. Both agreements represent the future disappearance of the most used refrigerants in centralized commercial refrigeration at low temperature in Europe [4] , the R404A and the R507A with GWP of 3700 and 3800, respectively [5] . Commercial refrigeration section, specially supermarkets, needs to adapt their refrigeration systems and fluids to the new F-Gas regulation.
The adaptation will be based on low GWP refrigerants, and generally it would need to replace the common single-stage refrigeration systems by new refrigeration configurations adapted to the new fluids. The system that now attract more attention is cascade refrigeration using CO2 as LT refrigerant, although different refrigerant options are considered for the HT cycle.
In literature, the most analysed cascade refrigeration system is the combination NH3/CO2. For this pair, Lee et al. [6] evaluated theoretically the optimal condensing temperature of the cascade heat exchanger and the COP for evaporating levels between -45 and -55 ºC. Dopazo et al. [7] , also theoretically, analysed the influence of the cycle parameters on its efficiency and evaluated the optimal condensing temperature, too. Both works presented polynomials to evaluate the optimum condensing level. And finally, Messineo [8] evaluated theoretically the performance of this system regards a direct two-stage R404A system, stating that the cascade system is an interesting alternative in commercial refrigeration for energy, security and environmental reasons. For other combinations of refrigerants, Getu and Bansal [9] analysed theoretically cascades of CO2 with ammonia, propane, propylene, ethanol and R404A, concluding that the best pair from an energy point of view was ethanol/CO2 followed by NH3/CO2. And, Xiao and Liu [10] studied theoretically the application of R32 as HT refrigerant.
Regarding experimental evaluation of cascade systems, Bingming et al. [11] designed for operation at -30 ºC. The study concludes that the cascade can reduce energy consumption between 13 to 24 % respect the single-stage configuration and the refrigerant charge is reduced, however, the investment cost of the cascade is 18.5 % higher. However, they do not present the energy evaluation of the cascade system under different operating conditions.
As can be observed, most part of scientific work deals with theoretical performance evaluation of cascade systems and with establishing their optimum LT condensing conditions. Few experimental works have been reported up to now and most of them deal with NH3/CO2 systems for industrial applications, which are not recommended for commercial systems because of security reasons. UNEP [14] promotes the R134a/CO2 cascade refrigeration systems as a high-security low-GWP solution for centralized commercial refrigeration, especially for supermarkets, and some brands have selected this system as a future solution to overcome the new F-Gas regulation. However, no experimental work exists about this configuration.
Therefore, this communication pretends to cover this lack of research and presents the experimental evaluation of R134a/CO2 cascade refrigeration prototype driven by semi hermetic compressors over a wide range of working conditions.
Experimental plant
The experimental plant, which can be appreciated in Figure 1 , corresponds to a R134a/CO2 cascade refrigeration system designed to operate at the low evaporating temperature level of commercial refrigeration (-40 to -30 ºC). The plant is driven by two single-stage reciprocating compressors, the heat exchangers are of brazed plate type and incorporates electronic expansion valves. We present the schematic diagram of the plant, the position of the measurement devices and the designation in Figure 2 .
Next, we present the details of the plant, of the thermal support system and of the measurement instrumentation. 
Refrigeration cycle
The refrigerating cycle is detailed in Figure 2 . It is an indirect two-stage or cascade system composed of two single-stage cycles coupled thermally with two cascade heat exchangers working in parallel, which act as evaporator of the HT cycle and condenser of the LT cycle. We use CO2 in the LT cycle and R134a in the HT cycle.
LT cycle
A CO2 variable speed semi hermetic compressor for subcritical applications, with a displacement of 3.48 
Measuring system
The experimental plant is fully instrumented to analyse the energy performance of the cycle. The allocation of sensors is presented in Figure 2 . It is equipped with 24 T-type immersion thermocouples for measuring refrigerant and secondary fluids temperature and a T-type air thermocouple for the environment one. Pressure is measured with 7 piezoelectric gauges for the LT cycle and 4 for the HT cycle, refrigerant mass flow rates with two Coriolis mass flow meters (Mref,L and Mref,H) and secondary volumetric flow rates (Vsf and Vw) with electromagnetic flow meters. Power consumption is obtained with two digital watt meters (Pc,L and Pc,H) and the compressors' speed (NL and NH) with the signal from the inverter drives, calibrated using accelerometers and a frequency analyzer system. The calibration range and accuracies of the measurement devices are detailed in Table 1 .
All the information obtained from the sensors is gathered by a cRIO data acquisition system (24 bits of resolution) and handled online with an own developed application based on LabView [18] . Table 1 . Accuracies and calibration range of the transducers
Data reduction
The analysis of the experimental plant is based on the information provided by the detailed measurement system. With the measurements, thermodynamic properties of the refrigerants in the cycles are evaluated using Refprop 9.1 database [19] .
Phase change temperatures in the heat exchangers are calculated using measured inlet pressure values and considering saturated state. LT evaporating temperature is calculated with ( 1 ) using pressure at the inlet of the evaporator, and LT condensing temperature with ( 2 ) with pressure at the inlet of the cascade condensers. For the HT, the evaporating temperature is evaluated with ( 3 ) using pressure at the inlet of cascade condenser 1, and the condensing level with ( 4 ) using the discharge pressure. 
Then, the temperature difference in the cascade heat exchanger is computed with ( 5 ).
Equations (6) and (7) represent the pressure ratios of the CO2 and R134a compressors, respectively.
Regarding compressors' performance, the global efficiencies of the LT and HT compressors are calculated with Equations (8) and (9), respectively, where the specific isentropic compression works are obtained with relations (10) and (11) . The compression work is evaluated with the specific enthalpy at compressor inlet and the subsequent isentropic specific enthalpy at discharge.
About the energy parameters of the plant, the heat transfer rates in the LT cycle are evaluated as follows:
The cooling capacity, which corresponds to the cooling capacity provided by the plant, with Equation (12), considering the expansion process as isenthalpic. Heat rejection at the gas-cooler with Equation (13).
Condensation heat transfer in the cascade heat exchanger with Equation (14), where we average the enthalpy difference of both condensers. And the individual refrigerating COP of the LT cycle with Equation (15) .
Regarding the HT cycle, cooling capacity in the cascade heat exchanger is evaluated with Equation (16), where the specific cooling capacity is the average of the enthalpy difference in both cascade heat exchangers. In this case, the expansion processes are considered isenthalpic too. The heat rejection in the HT condenser is calculated with Equation (17) . And the individual refrigerating COP of the HT cycle with Equation (18 
Finally, refrigerating COP of the whole plant is evaluated with Equation (19), which considers the cooling capacity of the plant, Equation (12), the electrical power consumption of both compressors and of the fan of the gas-cooler (75 W).
The heat transfer rates of the secondary fluids are also calculated: in the LT evaporator with Equation (20) and in the HT condenser with Equation (21) . Tyfoxit properties provided by the manufacturer [20] are used and water properties are evaluated with Refprop 9.1. These heat transfer rates are used for data validation.
4. Experimental procedure and data validation
Experimental procedure
The test campaign used to evaluate the performance of the cascade refrigeration system covered LT evaporating temperatures from -40 to -30 ºC and HT condensing temperatures from 30 to 50 ºC, those values regulated and maintained by the secondary fluid loop systems. For each combination of temperatures (9 tests), the operation of the cascade was registered at five LT condensing temperatures regulating the HT compressor speed. The LT compressor speed was maintained at its nominal value, as explained before. Tests were done fixing a degree of superheat in the valves of the R134a cascade condensers and of the CO2 evaporator at 10 ºC. Also, the fan of the gas-cooler was always kept on, that consuming a constant value of 75 W.
In total, 45 steady-states of the plant were measured, each lasting at least 20 minutes, with 5 seconds sampling rate, with maximum oscillation of the phase-change temperatures of 2 %, as detailed in Table 2 .
Additionally, two additional tests were carried out to analyze the performance of the compressors under speed variation. In these test, the compression rates were kept constant while varying the compressor's speed.
Data validation
Data validation was done comparing the heat transfer rates in the main heat exchangers of the plant. In Figure 3 , we represent in red dots the heat transfer rate of water, Equation (21), versus the heat rejection of R134a in the HT condenser, Equation (17); in green diamonds the heat rejection of CO2 , Equation (12) , versus the cooling capacity of R134a in the cascade heat exchangers Equation (16) 
Experimental results
A detailed energy balance of the cascade plant for a given operating condition is given in section 5.1, the compressors' performance is discussed in section 5.2 and the global performance of the plant over a wide range of operating conditions is analyzed in section 5.3.
Energy balance of the cascade plant
For clear understanding of the operation of the cascade refrigeration plant, the temperature-entropy diagram of both refrigeration cycles is presented in Figure 4 , where the allocation of all measurement points in the plant is reflected (Figure 2) . Also, in Figure 5 LT cycle absorbs heat in the evaporator ( , ) and through the suction line ( , ), this last accounting for less than 1 % of the cooling capacity. It consumes electricity in the CO2 compressor (P , ) and in the fan of the gas-cooler (P , ), this last accounting for 3.6 % of the total consumption of the LT cycle. The cycle rejects energy in the cascade condenser ( , ), through the discharge line ( , ) and in the gascooler ( , ), this last meaning 15.3 % of the total heat rejection. It is worth highlighting the objective of the gas-cooler. If environment temperature allows it, the gas-cooler rejects heat to the environment, thus avoiding pumping it to the condensing temperature of the HT cycle. This way the COP of the plant improves. The individual refrigerating COP of the LT cycle for this condition is of 3.10.
HT cycle absorbs heat in the cascade condenser ( , ) and in the suction line ( , ), this last accounts for 1.2 % of the heat taken by the cycle. About electricity consumption, it absorbs energy in the R134a compressor (P , ). Cycle rejects heat in the HT condenser ( , ) and through the discharge line ( , ), this last means 6.9 % of the total heat rejection. The individual refrigerating COP of the HT is of 2.84. 
Compressors' performance
The way of modifying the intermediate conditions of the cascade cycle (TK,L or TO,H) for a given operating condition (TO,L and TK,H) is through the variation of the compressors speed, either of the LT compressor or the HT compressor. If for a constant NH, NL is increased, the LT cycle moves more refrigerant and the heat rejection at the cascade condenser increases, thus increasing TK,L and TO,H, and obviously temperature difference in the cascade heat exchanger also increases. The same applies for variation of NH. Accordingly, to verify the best way to regulate the intermediate conditions, both compressors were subjected to a speed variation test under fixed compression ratios. Two individual tests were performed, one for each compressor, where their energy performance was evaluated. We summarize the test in Table   3 .
In Figure 6 , the evolution of the global efficiency is presented, Equations (8) and (9) (continuous line, left axis) and the discharge temperature (dashed line, right axis) of each compressor under speed variation for fixed compression ratios. Although both compressors are ready for variable speed operation, a big degradation of the global efficiency of the CO2 compressor at low speeds was observed (5.2 % of reduction each 100 rpm in average), which consequence was an increase of the discharge temperature (from 80 to 122 ºC). This last effect is associated to the refrigeration of the electrical motor of the compressor, as analysed for another CO2 compressor by Sánchez et al. [21] . About R134a compressor, efficiency variation with the speed is observed, but more soft (0.9 % of reduction each 100 rpm). Accordingly, the experimental evaluation of the cascade plant was carried out fixing NL at the nominal design condition of the LT compressor (1450 rpm) and NH was varied to modify the intermediate conditions. In Figure 7 , the global efficiencies of both compressors versus the compression ratio are presented, and in
Equations (22) and (23) the adjusted polynomials for the global efficiency of the CO2 (at 1450 rpm) and R134a compressors respectively, of all experimental data presented in Table 2 . We observe the performance of CO2 compressor is more dependent to the compression ratio than that of R134a one. 
Energy performance of the cascade refrigeration plant
Here, the measured performance of the cascade plant over a wide range of operating conditions is presented, as detailed in Table 2 . In the test, the degrees of superheat in the heat exchangers were kept constant. The plant was evaluated at fixed operating conditions (TO,L and Tk,H), for constant NL = 1450rpm, while varying the intermediate level through modification of NH, as presented in Figure 8 . In it, NH was increased while maintaining constant TO,L and TK,H. When NH increases, the HT cycle provides more cooling capacity, the result being a decrease of the intermediate temperature level (for both TK,L and TO,H).
This modification of the intermediate level modifies the individuals COP (if NH increases, COPL increases
and COPH decreases) and the temperature difference in the cascade.
LT condensing temperature versus HT compressor speed
As mentioned, the way of modifying the intermediate conditions is through the variation of NH. We present 
Temperature difference in the cascade heat exchanger
Modification of NH causes variations of the compression ratios, refrigerant mass flow rates, and energy parameters in each single-stage cycle. When NH is increased, the cooling capacity of the HT cycle rises, and it modifies the temperature difference in the cascade heat exchanger ( Tcasc), Equation ( 5 ). We present the experimental evolutions of Tcasc for constant operation of the cascade at TO,L = -30 ºC in Figure 11 and for constant operation at TK,H = 40 ºC in Figure 12 . We observe the increase of NH negatively affects Tcasc. The increase of TK,H affects Tcasc (Figure 11 
Cooling capacity
The experimental cooling capacity provided by the plant, Equation (12), at constant TO,L = -30 ºC is presented in Figure 13 and at constant TK,H = 40 ºC in Figure 14 . For this representation we select the condensing temperature of the LT cycle for better understanding, as selected previously by other authors [12] . First and regarding TK,L, we observe the capacity of the cascade plant reduces linearly when the inter-stage level increases. This effect is caused by the reduction of the refrigerant mass flow rate through the LT cycle. Although the COP of the plant can improve when TK,L increases (section 5.3.4), its increase always implies an increment of the low-stage compression ratio (tL), which consequence is a reduction of the refrigerant mass flow rate through the LT cycle. About the dependence of the capacity on the external conditions, we observe the capacity of the cascade is much more dependent on the evaporating level (TO,L, Figure 14 ) than on the condensing one (TK,H, Figure 13 ). The reason is that when we modify TK,H the states of the refrigerant in the LT cycle remain practically constant, whereas when we vary TO,L the modifications directly affect the states of the refrigerant at the LT compressor suction. Obviously, we can affirm that the capacity of the cascade is not much dependent on the environment temperature. 
COP
The evaluated COP of the cascade plant, Equation (19) , for operation at TO,L = -30 ºC is presented in Figure 15 and for TK,H = 40 ºC in Figure 16 . About the COP, we observe it is dependent on the condensing temperature of the LT cycle, it improves when TK,L increases. It seems that a maximum COP exists for a given TK,L, as analyzed theoretically by other authors [8, 22] and verified experimentally for a NH3/CO2
cascade [12] , however in our plant we could not reach an optimum value apparently. The last experimental point we could measure for each test condition (the one at the maximum TK,L in each line)
was the limit of the CO2 compressor previous to the activation of the thermal protection of the compressor.
Nonetheless, we observe that the COP dependence on TK,L is not much significant, since over all the range of variation of TK,L the maximum COP variation we measured was of 6 %. Regarding COP dependence on TK,H (Figure 15 ), we observe the cascade presents an average reduction of 18 % for each 10 ºC increment of this temperature. On the other side, COP dependence on TO,L, we observe a COP reduction of 12 % in average for each reduction of 5 ºC of this temperature ( Figure 16 ). As mentioned in the description of the plant, when the discharge temperature of the CO2 compressor is higher than the environment temperature (in all tests in our experimental evaluation), it is recommended to reject heat in the LT cycle previous entering to the cascade heat exchanger for improving COP ( Figure 2 and Figure 5 ). In our measurements, the gas-cooler of the plant extracted between 0.8 to 1.4 kW. 
Conclusions
This work presents the experimental evaluation of a R134a/CO2 cascade refrigeration plant driven by two semi-hermetic compressors designed to operate at the low evaporating temperature level of commercial refrigeration. The plant, fully instrumented, allows measuring its experimental energy performance. Here, we analysed the plant over a wide range of operating conditions, evaporating levels from -40 to -30 ºC, condensing levels from 30 to 50 ºC with variation of the condensing temperature of the lowtemperature cycle.
It was observed the performance of the compressors was different when subjected to variations of speed.
While the R134a compressor presented a small improvement when the speed increased, the CO2 compressor presented low efficiencies at speeds below the nominal point. However, at nominal conditions the performance of the CO2 compressor was similar to that of R134a one. We observed a quick decrease of efficiency of CO2 compressor at high compression ratios.
In the plant we modified the intermediate level, condensing temperature of the low-temperature cycle, with speed variation of the high-temperature compressor. It was observed a negative linear dependence of this temperature with the compressor speed. Also, when this speed increased, temperature difference in the cascade heat exchanger increased too, and this increment was more significant at low evaporating temperatures. The measured temperature differences in the cascade heat exchanger in the tests ranged Finally, it was observed in the experimental measurements discharge temperatures of the CO 2 compressor higher than the environment temperature, which brings the possibility of using a gas-cooler to reject heat in the low temperature cycle before entering the cascade condenser, which improves the COP of the plant. Figure 1 . View of the cascade refrigeration prototype 
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